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December 31, 2018 and December 31, 2019, respectively, assuming two new
approximately 500 megawatts (MW) CCGT power blocks are ready for commercial
operation in early 2019 and early 2020, respectively. This schedule assumes there can be
an interruption in service for four months between the shutdown of the existing units and the
commercial operation of the new CCGT power blocks. .

On November 5, 2014, AES was awarded a Power Purchase Agreement contract for the
Alamitos Energy Center, with different equipment, configuration, and fewer megawatts than
the information submitted in the Application for Certification (AFC) to the California Energy
Commission (CEC). December 2014 project status documents from the CEC siting case
indicate AES is currently working toward filing a Supplemental Application for Certification.

2. Is the implementation plan submitted to the State Water Board current? If not, please
provide detailed descriptions of any changes.

3. The State Water Board is aware that the Alamitos Generating Station has entered into a
contract with the Southem California Edison (SCE) in response to the San Onofre outage
and corresponding CPUC Decision 14-03-004. This contract is currently under review by
the CPUC. Do the plans for OTC compliance assume that this contract will be approved?
How will the plans for compliance change in the event that this contract is not approved by
the CPUC?

4. What actions have been taken to obtain permits, contracts, or to meet other regulatory
obligations to implement the compliance mechanisms identified above? What is the status
of pending permits, including AFC with the CEC, application for a Permit to Construct and
Title V permits with Southern California Air Quality Management District, interconnection
requests with the California Independent System Operator?

5. Provide a detailed list of existing generation technologies, and capacity by unit. Indicate
how this will be affected by the approval or denial of Alamitos’ pending application to
contract with SCE.

- Submission of the above information is required no later than 60 days after the date of this
letter.

Should you have any questions on this matter please feel free to contact Mr. Jonathan Bishop,

Chief Deputy Director, at (916) 341-5820 (jonathan.bishop@waterboards.ca.gov) or Dr. Maria
de la Paz Carpio-Obeso, Chief of the Ocean Unit, at (916) 341-5858 (marielapaz.carpio-

obeso@waterboards.ca.gov).

Sincerely,

Thomas Howard
Executive Director



